This Life Safety Code(LSC) survey was conducted as per The Code of Federal Register at 42CFR 483.70(a); using the 2000 Existing Health Care section of the LSC and its referenced publications. This building is Type III (211) construction, one story, with a complete automatic sprinkler system utilizing special locking. In the exit conference all deficiencies noted were discussed with administration.

At time of survey the:
Total Certified Bed Count =130  
Census =115

The deficiencies determined during the survey are as follows:

**NFPA 101 LIFE SAFETY CODE STANDARD**

Means of egress are continuously maintained free of all obstructions or impediments to full instant use in the case of fire or other emergency. No furnishings, decorations, or other objects obstruct exits, access to, egress from, or visibility of exits.

7.1.10

This STANDARD is not met as evidenced by:
42 CFR 483.70 (a)

Based on observations, on 3/25/15 at approximately 11 AM onward, the following deficiencies were noted: The means of egress was non-compliant, specific findings include: There were items stored on the corridor not in immediate use:

**K072**

Correction for the alleged deficient practice noted as There were items stored on the corridor not in immediate use;
1) Two file cabinets were stored outside of the chapel.
2) Fourteen, five gallon water bottles were stored outside the MDS coordinators...
<table>
<thead>
<tr>
<th>ID</th>
<th>PREFIX</th>
<th>TAG</th>
<th>SUMMARY STATEMENT OF DEFICIENCIES</th>
<th>ID</th>
<th>PREFIX</th>
<th>TAG</th>
<th>PROVIDER'S PLAN OF CORRECTION</th>
</tr>
</thead>
</table>
| K 072 | Continued From page 1 | | 1) Two file cabinets were stored outside the chapel.  
2) Fourteen, five gallon water bottles were stored outside the MDS coordinators office. | K 072 | | | office. Was to immediately remove the items from the corridor and restore the means of egress. The Maintenance Director immediately surveyed the remainder of the egress corridors of the building and made any corrections as needed upon discovery. The facility will immediately conduct an in service with all Department Managers and staff to educate on importance of keeping exit corridors clear of obstructions at all times. The Maintenance Director, Facility Administrator and Department Managers will maintain observations during daily rounds with any negative findings immediately reported to the Facility Administrator. Daily reports will be given at morning stand up meetings for the next thirty days with an overall summary reported to and discussed during the next three monthly Safety Committee meetings. Reviews will then continue quarterly until next annual survey. |