This Life Safety Code (LSC) survey was conducted as per The Code of Federal Register at 42CFR 483.70(a); using the 2000 New Health Care section of the LSC and its referenced publications. This building is Type II (222) construction, one story, with a complete automatic sprinkler system utilizing special locking. In the exit conference all deficiencies noted were discussed with administration.

At time of survey the:
Total Certified Bed Count = 120 NF
Census = 116 NF

The deficiencies determined during the survey are as follows:

K 029  SS=D  
NFPA 101 LIFE SAFETY CODE STANDARD  
Hazardous areas are protected in accordance with 8.4. The areas are enclosed with a one hour fire-rated barrier, with a 3/4 hour fire-rated door, without windows (in accordance with 8.4). Doors are self-closing or automatic closing in accordance with 7.2.1.8. 18.3.2.1

This STANDARD is not met as evidenced by:  
42 CFR 483.70 (a)

Based on observations, on 6/19/2015 at approximately 10:00 AM onward, the following deficiencies were noted: The standard is non-compliant, specific findings include:

Fire door to kitchen pantry is wedged in the open position - fire door cannot self-close and latch.

1. Corrective action taken: Gwendolyn Larry, Dietary Manager removed the door wedge on 6/19/15
2. For those having the potential to be affected: Dietary Manager ensured that no other door wedges were used in the dietary department. Nathan Gilbert, Maintenance Director audited for door wedges throughout the facility none noted.

Electronically Signed
07/01/2015
<table>
<thead>
<tr>
<th>ID</th>
<th>PREFIX</th>
<th>TAG</th>
<th>SUMMARY STATEMENT OF DEFICIENCIES (EACH DEFICIENCY MUST BE PRECEDED BY FULL REGULATORY OR LSC IDENTIFYING INFORMATION)</th>
<th>ID</th>
<th>PREFIX</th>
<th>TAG</th>
<th>PROVIDER'S PLAN OF CORRECTION (EACH CORRECTIVE ACTION SHOULD BE CROSS-REFERENCED TO THE APPROPRIATE DEFICIENCY)</th>
<th>COMPLETION DATE</th>
</tr>
</thead>
<tbody>
<tr>
<td>K 029</td>
<td></td>
<td></td>
<td>Continued From page 1</td>
<td>K 029</td>
<td></td>
<td></td>
<td>completed 6/30/15. 3. Measures to ensure compliance: Gwendolyn Larry, Dietary Manager in-serviced all dietary employees about door wedges unable to prop doors to ensure compliance. 4. To ensure solutions are sustained: Gwendolyn Larry, Dietary Manager will audit for door wedges in dietary department weekly for three months to ensure solutions are sustained. Gwendolyn Larry will report the findings to the QA committee with changes made as necessary to ensure solutions are sustained. 5. Corrective action completed by 6/30/15</td>
<td></td>
</tr>
<tr>
<td>K 062</td>
<td>SS=E</td>
<td></td>
<td>Required automatic sprinkler systems are continuously maintained in reliable operating condition and are inspected and tested periodically. 18.7.6, 4.6.12, NFPA 13, NFPA 25, 9.7.5</td>
<td>K 062</td>
<td></td>
<td></td>
<td>1. Corrective action taken: Nathan Gilbert, Maintenance Director contacted Modern Systems for repair on the electric sprinkler water flow bell on 6/19/15. 2. For those having the potential to be affected: Repair of electric sprinkler water flow bell was completed on 6/19/15 3. Measures to ensure compliance: Tonya Hilliard educated Maintenance Director, Nathan Gilbert on the importance of following up on inspections completed</td>
<td>7/1/15</td>
</tr>
</tbody>
</table>
### Statement of Deficiencies and Plan of Correction

**Name of Provider or Supplier:** TRINITY RIDGE  
**Address:** 2140 Medical Park Drive, Trinity Ridge, Hickory, NC 28602

<table>
<thead>
<tr>
<th>ID</th>
<th>Prefix</th>
<th>Tag</th>
<th>Summary Statement of Deficiencies</th>
<th>ID</th>
<th>Prefix</th>
<th>Tag</th>
</tr>
</thead>
<tbody>
<tr>
<td>K 062</td>
<td>Continued From page 2</td>
<td>Safety Survey on 6/19/2015.</td>
<td>This deficiency potentially affected all smoke compartments.</td>
<td>K 062</td>
<td>6/29/15. Maintenance Director will contact appropriate contractors in a timely manner as needed on inspections if issues are identified.</td>
<td>4. To ensure solutions are sustained: The Maintenance Director will report findings of inspections to the administrator on the day of inspections. Maintenance Director will report findings to the QA committee quarterly to ensure solutions are sustained.</td>
</tr>
</tbody>
</table>