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 C 000 Initial Comments  C 000

Report of Biennial Construction Survey by Dennis 
Harrell on 4-8-2016.

Records indicate this 12 bed facility was first 
licensed on 12-21-1989.  Based on this 
information, the facility was surveyed using the 
1978 NC State Building Code for Institutional 
Unrestrained Occupancies, the 1987 Minimum 
Standards and Regulations for Homes for the 
Aged and Disabled and the applicable portions of 
the current Rules for Adult Care Homes of Seven 
or More Beds.

 

 C 166 Housekeeping-Maintained Free of Hazards

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0306 HOUSEKEEPING AND 
FURNISHINGS
(a) Adult care homes shall:
(5)  be maintained in an uncluttered, clean and 
orderly manner, free of all obstructions and 
hazards;
(e)  This Rule shall apply to new and existing 
facilities.

This Rule  is not met as evidenced by:

 C 166

Based on observation, the facility failed to be 
maintained free of hazards because of exit signs 
not equipped with battery back-up.  Exit signs that 
are not equipped with battery back-up will not 
work during a power failure and could delay an 
evacuation in an emergency.
Finding includes:
Two of the exit signs above exit doors were not 
equipped with battery back-up.

 

 C 189 Building Equipment Maintained Safe, Operating  C 189
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 C 189Continued From page 1 C 189

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0311 OTHER 
REQUIREMENTS
(a)  The building and all fire safety, electrical, 
mechanical, and plumbing equipment in an adult 
care home shall be maintained in a safe and 
operating condition.
(k)  This Rule shall apply to new and existing 
facilities with the exception of Paragraph (e) 
which shall not apply to existing facilities.

This Rule  is not met as evidenced by:
1.  Based on observation, the battery powered 
emergency light in the med closet would not work 
when tested.  Battery powered emergency lights 
that will not work properly for at least 90 minutes 
could endanger the residents and staff.

2. Based on observation the required one-hour 
fire rated walls and ceilings were compromised.  
Holes and penetrations that are not sealed with 
materials approved for use in one-hour fire rated 
construction present the possibility that a fire that 
begins in one space can quickly spread to other 
areas of the facility.
Findings include:
a.  Hole in the ceiling of the med closet.
b.  Hole in the wall in the SIC room.
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